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SPECIAL NOTE
This American National Standard (ANS) is a national voluntary consensus Standard developed under the auspices of ASHRAE. Consensus is defined by the American
National Standards Institute (ANSI), of which ASHRAE is a member and which has approved this Standard as an ANS, as “substantial agreement reached by directly
and materially affected interest categories. This signifies the concurrence of more than a simple majority, but not necessarily unanimity. Consensus requires that all
views and objections be considered, and that an effort be made toward their resolution.” Compliance with this Standard is voluntary until and unless a legal jurisdiction
makes compliance mandatory through legislation. 

ASHRAE obtains consensus through participation of its national and international members, associated societies, and public review.
ASHRAE Standards are prepared by a Project Committee appointed specifically for the purpose of writing the Standard. The Project Committee Chair and

Vice-Chair must be members of ASHRAE; while other committee members may or may not be ASHRAE members, all must be technically qualified in the subject
area of the Standard. Every effort is made to balance the concerned interests on all Project Committees. 

The Senior Manager of Standards of ASHRAE should be contacted for
a. interpretation of the contents of this Standard,
b. participation in the next review of the Standard,
c. offering constructive criticism for improving the Standard, or
d. permission to reprint portions of the Standard.

DISCLAIMER
ASHRAE uses its best efforts to promulgate Standards and Guidelines for the benefit of the public in light of available information and accepted industry practices.
However, ASHRAE does not guarantee, certify, or assure the safety or performance of any products, components, or systems tested, installed, or operated in
accordance with ASHRAE’s Standards or Guidelines or that any tests conducted under its Standards or Guidelines will be nonhazardous or free from risk.

ASHRAE INDUSTRIAL ADVERTISING POLICY ON STANDARDS
ASHRAE Standards and Guidelines are established to assist industry and the public by offering a uniform method of testing for rating purposes, by suggesting safe
practices in designing and installing equipment, by providing proper definitions of this equipment, and by providing other information that may serve to guide the
industry. The creation of ASHRAE Standards and Guidelines is determined by the need for them, and conformance to them is completely voluntary.

In referring to this Standard or Guideline and in marking of equipment and in advertising, no claim shall be made, either stated or implied, that the product has
been approved by ASHRAE.

© ASHRAE. Per international copyright law, additional reproduction, distribution, or transmission in either 
print or digital form is not permitted without ASHRAE's prior written permission.
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(This foreword is not part of this standard. It is merely informative and does not contain
requirements necessary for conformance to the standard. It has not been processed
according to the ANSI requirements for a standard and may contain material that has
not been subject to public review or a consensus process. Unresolved objectors on infor-
mative material are not offered the right to appeal at ASHRAE or ANSI.)

FOREWORD

This addendum identifies a number of requirements from Section 8 of Standard 189.1 as being
appropriate for local jurisdictions to consider excluding from their adopting ordinances. A new
Table 4.2 is added that lists these requirements in a format intended to simplify review by the
jurisdiction. The new table is modeled on Table 302.1 of the 2015 IgCC and is not applicable to
compliance with the standard but is intended to be normative in the IgCC. Compliance with all
requirements, including those listed in Table 4.2, is required for compliance with Standard 189.1.

Note: In this addendum, changes to the current standard are indicated in the text by under-
lining (for additions) and strikethrough (for deletions) unless the instructions specifically men-
tion some other means of indicating the changes. 

4. ADMINISTRATION AND ENFORCEMENT

4.1 General. Building projects shall comply with Sections 4 through 11. Within each of those
sections, building projects shall comply with all mandatory provisions (x.3) and, where
offered, either the

a. Prescriptive Option (x.4) or
b. Performance Option (x.5).

4.2 (Informative) Requirements Determined by the Jurisdiction. The jurisdiction shall
indicate the following information in Informative Table 4.2 for inclusion in its code adopting
ordinance:

a. Where “No” boxes are provided, the jurisdiction shall check the box to indicate where that
section is not to be enforced as a requirement in the jurisdiction. Where the “No” box is not
checked, that section is to be enforced.

b. Where a numerical value is required to specify the level of performance required, the juris-
diction shall indicate the required value. Where a numerical value is not indicated, the
value in the text is to be enforced.

Informative Notes:
1. Section 4.2 is informative to Standard 189.1 and normative to the IgCC.
2. The jurisdictional requirements listed in Table 4.2 are formatted to afford jurisdic-

tions the flexibility to adapt the code in a manner that is best suited to meet their
unique environmental and regional goals and needs. Enforcement of these jurisdic-
tional requirements will result in higher-performing buildings but may go beyond
the needs of specific jurisdictions. Jurisdictional option provisions are indicated in
the body of the standard with the symbol [JO] after the section number.

4.3 References and Appendices

4.1.14.3.1 Referenced Standards. The standards referenced in this standard and listed in Sec-
tion 11 shall be considered part of the requirements of this standard to the prescribed extent of
such reference. Where differences exist between provisions of this standard and a referenced
standard, the provisions of this standard shall apply. Informative references in Informative
Appendix G are cited to acknowledge sources and are not part of this standard.
4.1.24.3.2 Normative Appendices. The normative appendices to this standard are considered 
to be integral parts of the mandatory requirements of this standard, which for reasons of conve-
nience are placed apart from all other normative elements.

Addendum r to Standard 189.1-2017

Add a new informative Section 4.2, including a new informative Table 4.2, and move Sec-
tions 4.1.1 through 4.1.4 to a new Section 4.3
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4.1.34.3.3 Informative Appendices. The informative appendices to this standard, and infor-
mative notes located within this standard, contain additional information and are not manda-
tory or part of this standard. 
4.1.44.3.4 Reference Standard Reproduction Annexes. The reference standard reproduction
annexes contain material that is cited in this standard but that is contained in another standard.
The reference standard reproduction annexes are not part of this standard but are included in its
publication to facilitate its use.

8.3.1.3 Filtration and Air Cleaner Requirements
b. [JO] Ozone. Air cleaning devices for ozone shall be provided for buildings located in an

area that is designated “non-attainment” in an area that exceeds the National Ambient Air
Quality Standards (NAAQS) for ozone, as determined by the authority having jurisdiction
(AHJ). Such air cleaning devices shall have an ozone removal efficiency of no less than
40% where installed, operated, and maintained in accordance with the manufacturer’s rec-
ommendations. Such air cleaning devices shall be operated whenever the outdoor ozone
level is expected to exceed the NAAQS. This requirement supersedes the requirements of
ASHRAE Standard 62.1, Section 6.2.1.3. This requirement applies to all buildings, includ-
ing health care facilities covered by ASHRAE/ASHE Standard 170.

8.3.1.4.2 [JO] Exfiltration. Mechanical air-conditioning systems with dehumidification
capability shall include system controls capable of maintaining static pressure inside the build-
ing, at the top floor, equal to or greater than the static pressure outside of the building during
mechanical cooling operation. 

Informative Table 4.2 Requirements Determined by the Jurisdiction (Normative in the IgCC)

Section Section Title or Description and Directives
Jurisdictional 
Requirement

8.3.1.3(b) Ozone No

8.3.1.4.2 Exfiltration No

Add “[JO]” following the section number to indicate that Section 8.3.1.3(b) is a jurisdic-
tional option. The remainder of Section 8.3.1.3 is unchanged.

Add “[JO]” following the section number to indicate that Section 8.3.1.4.2 is a jurisdic-
tional option. The remainder of Section 8.3.1.4.2 is unchanged.

print or digital form is not permitted without ASHRAE's prior written permission.
2 ANSI/ASHRAE/ICC/USGBC/IES Addendum r to ANSI/ASHRAE/ICC/USGBC/IES Standard 189.1-2017



POLICY STATEMENT DEFINING ASHRAE’S CONCERN
FOR THE ENVIRONMENTAL IMPACT OF ITS ACTIVITIES

ASHRAE is concerned with the impact of its members’ activities on both the indoor and outdoor environment.
ASHRAE’s members will strive to minimize any possible deleterious effect on the indoor and outdoor environment of
the systems and components in their responsibility while maximizing the beneficial effects these systems provide,
consistent with accepted Standards and the practical state of the art.

ASHRAE’s short-range goal is to ensure that the systems and components within its scope do not impact the
indoor and outdoor environment to a greater extent than specified by the Standards and Guidelines as established by
itself and other responsible bodies.

As an ongoing goal, ASHRAE will, through its Standards Committee and extensive Technical Committee structure,
continue to generate up-to-date Standards and Guidelines where appropriate and adopt, recommend, and promote
those new and revised Standards developed by other responsible organizations.

Through its Handbook, appropriate chapters will contain up-to-date Standards and design considerations as the
material is systematically revised.

ASHRAE will take the lead with respect to dissemination of environmental information of its primary interest and
will seek out and disseminate information from other responsible organizations that is pertinent, as guides to updating
Standards and Guidelines.

The effects of the design and selection of equipment and systems will be considered within the scope of the
system’s intended use and expected misuse. The disposal of hazardous materials, if any, will also be considered.

ASHRAE’s primary concern for environmental impact will be at the site where equipment within ASHRAE’s scope
operates. However, energy source selection and the possible environmental impact due to the energy source and
energy transportation will be considered where possible. Recommendations concerning energy source selection
should be made by its members.

© ASHRAE. Per international copyright law, additional reproduction, distribution, or transmission in either 
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Standard 189.1 and the International Green Construction Code
Standard 189.1 serves as the complete technical content of the International Green Construction Code® (IgCC). The 
IgCC creates a regulatory framework for new and existing buildings, establishing minimum green requirements for 
buildings and complementing voluntary rating systems. For more information, visit www.iccsafe.org.

About ASHRAE

Founded in 1894, ASHRAE is a global professional society committed to serve humanity by advancing the arts and
sciences of heating, ventilation, air conditioning, refrigeration, and their allied fields. 

As an industry leader in research, standards writing, publishing, certification, and continuing education, ASHRAE
and its members are dedicated to promoting a healthy and sustainable built environment for all, through strategic
partnerships with organizations in the HVAC&R community and across related industries. 

To stay current with this and other ASHRAE Standards and Guidelines, visit www.ashrae.org/standards, and
connect on LinkedIn, Facebook, Twitter, and YouTube.

Visit the ASHRAE Bookstore

ASHRAE offers its Standards and Guidelines in print, as immediately downloadable PDFs, and via ASHRAE Digital
Collections, which provides online access with automatic updates as well as historical versions of publications.
Selected Standards and Guidelines are also offered in redline versions that indicate the changes made between the
active Standard or Guideline and its previous edition. For more information, visit the Standards and Guidelines
section of the ASHRAE Bookstore at www.ashrae.org/bookstore.

IMPORTANT NOTICES ABOUT THIS STANDARD

To ensure that you have all of the approved addenda, errata, and interpretations for this
Standard, visit www.ashrae.org/standards to download them free of charge.

Addenda, errata, and interpretations for ASHRAE Standards and Guidelines are no longer
distributed with copies of the Standards and Guidelines. ASHRAE provides these addenda,
errata, and interpretations only in electronic form to promote more sustainable use of
resources.




