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(This foreword is not part of this standard. It is merely
informative and does not contain requirements necessary
for conformance to the standard. It has not been
processed according to the ANSI requirements for a
standard and may contain material that has not been
subject to public review or a consensus process.
Unresolved objectors on informative material are not
offered the right to appeal at ASHRAE or ANSI.)

FOREWORD

The first part of this addendum is part of a larger plan to
combine Standards 52.1 and 52.2 into a single standard on air
filter testing. It incorporates the 52.1 sections on arrestance
and dust-holding capacity into Standard 52.2 and deletes some
references to Standard 52.1 that occur in Standard 52.2. Future
addenda will complete the process of making Standard 52.2
self-sufficient and comprehensive, and at this time SPC 52.1
will be able to withdraw Standard 52.1. While similar to previ-
ous definitions, the terms arrestance and dust holding capacity
are procedurally different and should not be directly compared
to prior definitions in previous versions of Standard 52.

Part 2 of this addendum adds a new informative appendix
to Standard 52.2, Appendix J. Appendix J provides an optional
method of conditioning a filter using fine KCl particles to dem-
onstrate efficiency loss that might be realized in field applica-
tions. When Standard 52.2-1999 was published, the project
committee recognized that the conditioning step, also called the
first dust-loading step, was not fully adequate for revealing the
drop in efficiency that some filters undergo during actual use.
This is pointed out in the standard’s foreword: “The initial con-
ditioning step of the dust-loading procedure described in this
standard may affect the efficiency of the filter but not as much as
would be observed in actual service.” This is further discussed
in Appendix A of the standard (A2.2 and A2.3) where it is stated
that “ASHRAE Technical Committee 2.4 has funded a research
project to develop a loading dust for a new loading test method
that will more nearly represent the minimum efficiency points in
actual real-world use.” This procedure is an outcome of that
research project (ASHRAE RP-1190, “Develop a New Loading
Dust and Dust Loading Procedures for the ASHRAE Filter Test
Standards 52.1 and 52.2”) and ASHRAE RP-1189, “Investiga-
tion of Mechanisms and Operating Environments that Impact
the Filtration Efficiency of Charged Air Filtration Media,” and
subsequent committee action.

The procedure described in Informative Appendix J is the
result of project committee revisions in response to comments
received during two public reviews of the procedure. Since
these revisions, however, the procedure has not been issued for
another public review, and Appendix J is not ANSI approved. 

Note:  In this addendum, changes to the current standard
are indicated in the text by underlining (for additions) and
strikethrough (for deletions) unless the instructions specifi-
cally mention some other means of indicating the changes.

[Revise the last paragraph of the current Foreword,
Description of Standard, as indicated.]

…However, testing of coarse air cleaners in accordance with
the full Section 10 using loading dust for reporting purposes

typically will not produce meaningful results. These air clean-
ers are reported on after first being tested by the arrestance
method outlined in Section 10.7.2 ANSI/ASHRAE Standard
52.1–1992, Gravimetric and Dust-Spot Procedures for Test-
ing Air-Cleaning Devices Used in General Ventilation for
Removing Particulate Matter (Reference 2.

[Add the following three definitions to Section 3.1, Defi-
nitions, and place them in the correct alphabetical posi-
tions.]  

arrestance, A: a measure of the ability of an air-cleaning
device with efficiencies less than 20% in the size range of 3.0–
10.0 μm to remove loading dust from test air. Measurements
are made of the weight of loading dust fed and the weight of
dust passing the device during each loading step. The differ-
ence between the weight of dust fed and the weight of dust
passing the device is calculated as the dust captured by the
device. Arrestance is then calculated as the percentage of the
dust fed that was captured by the device.

average arrestance, Aavg: for an air-cleaning device with effi-
ciencies less than 20% in the size range of 3.0–10.0 μm, the
average value of the arrestances made on the device during the
loading test, weighted by the amounts of dust fed to the device
during each incremental dust loading step.

dust holding capacity, DHC: the total weight of the synthetic
loading dust captured by the air-cleaning device over all of the
incremental dust loading steps.

[Add the following new acronym in Section 3.2, Acro-
nyms, between CV and HEPA.]  

DHC dust holding capacity

[Revise Section 8.1.3, as indicated.]

8.1.3 Test to a final resistance of 350 Pa (1.4 in. of water)
if a final resistance has not been specified (otherwise test to
the specified final resistance) or until the arrestance drops
below 85% of the peak value, whichever comes first.

[Revise Section 10.7.2, Dust-Loading Procedure, as
indicated.]  

10.7.2 Dust-Loading Procedure  

10.7.2.1 Weigh the final filter to the nearest 0.1 gram. 

10.7.2.12 The test duct shall be in the dust-loading config-
uration with the final filter installed. The dust feeder shall be
positioned so that the feeder nozzle is centered in the inlet
mixing orifice and the nozzle tip is in the same plane as the
orifice. All airflow in the particle sampling lines shall be turned
off and their inlets sealed to prevent the entry of loading dust.

10.7.2.23 Weigh the quantity of dust to ±0.1 g for one
increment of loading.

10.7.2.34 Distribute the dust uniformly in the dust feeder
tray. Dust shall be distributed with a depth that will provide a
dust concentration in the test of 70 ± 7 mg/m3 (2.0 ± 0.2 g/
1000 ft3).44
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10.7.2.45 Start the test duct blower and adjust to the test
airflow rate for the test device.

10.7.2.56 Turn on the dust feeder heater lamp. Adjust the
air pressure regulator on the dust feeder to give the required
dust feeder venturi airflow rate, 0.0068 ± 0.0002 m3/s (14.5 ±
0.5 cfm). This condition shall be maintained throughout the
feed period. Start the dust feeder tray drive.

10.7.2.67 Maintain the test duct airflow rate at the test flow
±2%. After the feeder tray motion is complete, brush dust
remaining in the feeder tray into the aspirator. Vibrate or rap
the dust feeder tube for 30 seconds.

10.7.2.78 Turn off the feeder tray drive and the airflow to
the aspirator venturi. With the test duct airflow on, reentrain
any test dust in the duct upstream of the test device by use of
a compressed air jet directed obliquely away from the device.
Record the airflow resistance of the test device.

10.7.2.89 If several dust increments are required to
achieve one quarter of the required flow resistance increase of
the device, repeat the steps of 10.7.2.23 through 10.7.2.78. A
complete dust increment shall be fed before running the next
PSE test.

10.7.2.910 Stop the test duct airflow and remove the final
filter from the test duct, taking care to avoid spilling dust from
the final filter. Weigh the final filter to the nearest 0.1 g.
Remove any test dust deposited in the test duct between the
test filter device and the final filter.

10.7.2.11 Collect any test dust deposited in the test duct
between the test filter device and the final filter. Weigh the
collected dust to the nearest 0.1 g.

10.7.2.12 Add the weight of dust collected in the proce-
dure of 10.7.11 to the weight increase of the final filter to
establish the amount of synthetic dust passing the device
during the feed period.

10.7.2.13 For air cleaning devices with efficiencies less
than 20% in the size range of 3.0–10.0 μm, calculate
arrestance (Ai) for dust loading increment i as:

Ai = 100[1 – Wd / Wu] (10-27)

where

Ai = Arrestance for dust loading increment i,

Wd = weight of synthetic loading dust passing the device,
and

Wu = weight of dust fed.

10.7.2.14 For all devices, calculate dust holding capacity
(DHC) for dust loading increment i increment as:

DHCi = Wu – Wd (10-28)

where  

DHCi = dust holding capacity for dust loading increment i, 

Wd = weight of synthetic loading dust passing the
device, and

Wu = weight of dust fed.

[Renumber Equation 10-27 in Section 10.7.3.2 as 10-29
due to the addition of the two new equations in
Section 10.7.2.]  

[Add two new Sections 10.8.4 and 10.8.5 and renumber
the current Section 10.8.4 as Section 10.8.6 accordingly.]  

10.8.4 For air-cleaning devices with efficiencies less than
20% in the size range of 3.0–10.0 μm, calculate the average
arrestance (Aavg) as

(10-30)

where

W = total weight of dust fed, g;

Wi = weight of dust fed during loading increment i, g;

Ai = arrestance measured during loading increment i, %;
and

f = final loading increment.

10.8.5 For all devices, calculate DHC as

(10-31)

where

DHCi = dust holding capacity for loading increment i,
and

f = final loading increment.

[Add new items m and n to the list of reporting informa-
tion in Section 11.2.]  

m. Average ASHRAE dust arrestance (for air-cleaning
devices with efficiencies less than 20% in the size range
of 3.0–10.0 μm)

n. Dust Holding Capacity (DHC)

[Add a new item 4 under item k in the list of reporting
information in Section 11.2.]  

4. Resistance vs. synthetic loading dust fed (for air-cleaning
devices with efficiencies less than 20% in the size range of
3.0–10.0 μm)

[Revise Section 12.3 as follows to remove the reference
to Standard 52.1 and replace it with a reference to the proce-
dure added to Standard 52.2 by this addendum.]  

12.3 The minimum efficiency reporting value in the speci-
fied size ranges and final resistance for reporting purposes
shall be in accordance with Table 12-1. Air cleaners with
MERV1 to MERV4 (i.e., devices with efficiencies less than
20% in the size range of 3.0–10.0 μm) shall also be tested in
accordance with the arrestance method Dust-Loading Proce-
dure outlined in ANSI/ASHRAE Standard 52.1-1992 (Refer-
ence 2) Section 10.7.2 of this standard before using this
system for reporting.

[Remove the Minimum Final Resistance columns in
Table 12-1 and the reference to Standard 52.1 in one of the
headings in Table 12-1.] 

Aavg 1 W⁄[ ] WiAi[ ] percent( ) ,
i 1=

f

∑=

DHC DHCi  grams( ) ,
i 1=

f

∑=
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[Delete normative Reference 2 and renumber the
remaining references accordingly.]  

2. ANSI/ASHRAE Standard 52.1-1992, Gravimetric and
Dust-spot Methods for Testing Air-cleaning Devices 
Used in General Ventilation for Removing Particulate
Matter.

[Revise of Section A2.3 in Appendix A as follows.] 

A2.3 ASHRAE Technical Committee 2.4 funded a research
project (ASHRAE 1190-RP) to develop a new loading test
method that would more nearly represent the minimum effi-
ciency points in actual real-world use. This method is cur-
rently in public review. The results of this research were used
to develop a method of conditioning that has been demon-
strated in limited cases to more closely predict filter perfor-
mance in field use. This method of conditioning is now
included in this standard as Informative Appendix J with an
optional step to help predict the efficiency loss the filter may
realize in field applications. 

[Remove the last sentence of Section A3.2 in Appendix
A since reference to Standard 52.1 is now unnecessary.]  

A3.2 The upper size limit of 10 μm was chosen to address
the ability of air cleaners to remove potentially irritating and
nuisance particles that adversely affect human health and air-
handling equipment. Particles of this size may be trapped in
the nose and cause irritation and/or allergic reactions. These

particles can also soil surfaces and equipment. Such contam-
ination can provide nutrients for biological growth in duct-
work or cause duct corrosion, both of which contribute to
indoor air quality (IAQ) degradation. Filtration of large parti-
cles is needed to protect air-handling systems and equipment
from contamination, according to ASHRAE SSPC 62, the
standing committee maintaining ASHRAE Standard 62, Ven-
tilation for Acceptable Indoor Air Quality. Some air cleaners
that remove 10 μm size particles may be tested by the pro-
posed Standard 52.2 method, but others will require testing in
accordance with the arrestance method of ASHRAE Standard
52.1-1992. 

TABLE 12-1  Minimum Efficiency Reporting Value (MERV) Parameters

Standard 52.2
Minimum 
Efficiency 

Reporting Value 
(MERV)

Composite Average Particle Size Efficiency,%
in Size Range, μm

Average 
Arrestance,%, 

by Standard 52.1 
Method

Minimum Final Resistance

Range 1
0.30–1.0

Range 2
1.0–3.0

Range 3
3.0–10.0

Pa in. of water

1 n/a n/a E3 < 20 Aavg < 65 75 0.3

2 n/a n/a E3 < 20 65 ≤ Aavg < 70 75 0.3

3 n/a n/a E3 < 20 70 ≤ Aavg < 75 75 0.3

4 n/a n/a E3 < 20 75 ≤ Aavg 75 0.3

5 n/a n/a 20 ≤ E3 < 35 n/a 150 0.6

6 n/a n/a 35 ≤ E3 < 50 n/a 150 0.6

7 n/a n/a 50 ≤ E3 < 70 n/a 150 0.6

8 n/a n/a 70 ≤ E3 n/a 150 0.6

9 n/a E2 < 50 85 ≤ E3 n/a 250 1.0

10 n/a 50 ≤ E2 < 65 85 ≤ E3 n/a 250 1.0

11 n/a 65 ≤ E2 < 80 85 ≤ E3 n/a 250 1.0

12 n/a 80 ≤ E2 90 ≤ E3 n/a 250 1.0

13 E1 < 75 90 ≤ E2 90 ≤ E3 n/a 350 1.4

14 75 ≤ E1 < 85 90 ≤ E2 90 ≤ E3 n/a 350 1.4

15 85 ≤ E1 < 95 90 ≤ E2 90 ≤ E3 n/a 350 1.4

16 95 ≤ E1 95 ≤ E2 95 ≤ E3 n/a 350 1.4

Note: The minimum final resistance shall be at least twice the initial resistance, or as specified above, whichever is greater. Refer to Section 10.7.1.1.45
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[Replace the sample report in Figure C-1 with the following revised report.]

Figure C-1   Sample summary air-cleaner performance report, Page 1.
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[Add the following new Figure C-4 after Figure C-3.] 

[Add the following numbered descriptions (items 16
through 18) after item 15 in Section C2.1.] 

16. The dust-holding capacity presents the total weight of
synthetic loading dust captured by the air-cleaning device
over all of the incremental dust loading steps. This value
should not be used to calculate the expected life of the
device in use.

17. The average dust arrestance presents the ability of the filter
to remove  loading dust from test air. This is measured and
reported only for air-cleaning  devices with efficiencies less
than 20% in the size range of 3.0–10.0 μm.  

18. This curve shows the resistance vs. synthetic loading dust 
fed (for air-cleaning devices with efficiencies less than 20%
in the size  range of 3.0–10.0 μm).

[Revise the third paragraph in Section D2.5 as follows to
remove the reference to Standard 52.1 and replace it with a
reference to a procedure added to the standard by this
addendum.]  

The filter is classified as MERV Group 1-4 and must be
tested in accordance with the arrestance method outlined in
ANSI/ ASHRAE Standard 52.1-1992 Section 10.7 of this
standard. The air cleaner can then be reported in accordance
with Table 12-1 using the average arrestance value. 

[Add new Appendix J.]

(This appendix is not part of this standard. It is merely
informative and does not contain requirements necessary
for conformance to the standard. It has not been
processed according to the ANSI requirements for a
standard and has not been subject to public review or a
consensus process. Unresolved objectors on informative
material are not offered the right to appeal at ASHRAE
or ANSI.)

INFORMATIVE APPENDIX J 
OPTIONAL METHOD OF CONDITIONING A
FILTER USING FINE KCL PARTICLES TO
DEMONSTRATE EFFICIENCY LOSS THAT MIGHT 
BE REALIZED IN FIELD APPLICATIONS

J1. PURPOSE OF OPTIONAL TEST

This conditioning procedure is a separate test from
Section 10.7.1.2, item b, of the standard to determine the
magnitude of the efficiency loss a filter may realize in field
applications. For any particular type or model of filter, the test
described in the body of the standard must be used. If desired,
both tests may be used; however, the same test filter may not
be tested with both methods. When the test in Appendix J is
used, the data output obtained from the efficiency test proce-
dure after the KCl conditioning step is referred to as MERV-
A, as defined in Section J2.2 below. The data output value is
thus differentiated from the MERV value that is the data output
of the test without the KCl conditioning

The conditioning step described herein is representative
of the best available knowledge of real life filter efficiency
degradation at the time of the publication of this procedure.
Changes in filtration performance are environment-dependent
and, therefore, filters may or may not degrade to the condi-
tioned efficiencies described in this document. For this reason,
the results from this appendix may be used to compare filters
as described in the Foreword to Standard 52.2 (see section
titled, “Not an Application Standard”).

The goal of this appendix is to provide an optional condi-
tioning method of test, gather data using this method, and vali-
date this method to achieve consensus for possible future
incorporation into the body of the standard. This procedure is
being included as an option to the test method so that those
concerned about a possible drop in filtration efficiency have a
recognized test method to predict the magnitude of the effi-
ciency loss. This standard is under continuous maintenance,
and the committee welcomes continuous maintenance propos-
als addressing means to improve the method.

J2. DEFINITIONS AND ACRONYMS

J2.1  Definitions to be used in addition to those listed in
Section 3 of the standard are as follows:

condensation particle counter (CPC): an instrument used to
measure the concentration of submicrometer aerosol particles.
Also called a condensation nucleus counter (CNC). 

conditioning aerosol: a submicrometer solid-phase potas-
sium chloride aerosol used to reproduce the falloff in effi-
ciency that electret filters may experience in real-life
applications.

CT: for the conditioning aerosol, the product of the in-duct
aerosol concentration (C) measured with the CPC and the
exposure time (T). 

Laskin generator: A nozzle that uses a source of compressed
air as part of a system to generate a polydispersed aerosol from
a liquid. Note: A Laskin generator is shown in NSF Standard
49: Class II (Laminar Flow) Biosafety Cabinetry.

Figure C-4  Sample air-cleaner report summary, Page 3
(continued with Resistance vs. Synthetic Loading Dust
Fed graph ONLY for air-cleaning devices with
efficiencies less than 20% in the size range of 3.0–
10.0 μm).
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J2.2 Acronyms to be used in addition to those listed in Sec-
tion 3 of the standard are as follows:

Aavg-A = average value of the arrestances made on
the device during loading test when
Appendix J conditioning is used.

DHC-A = the total weight of the synthetic loading
dust captured when Appendix J
conditioning is used.

MERV-A #-A = minimum efficiency reporting value
according to Appendix J, where # represents
the numeric value from Table J-2.

J3. TEST APPARATUS FOR CONDITIONING 
AEROSOL IN ADDITION TO THE
TEST APPARATUS REQUIRED IN
SECTION 4 OF THE STANDARD

J3.1 Condensation Particle Counter. The in-duct con-
centration of the conditioning aerosol shall be measured with
a CPC having a minimum 50% counting efficiency at
0.02 μm. The CPC shall have a concentration limit of
≥500,000 cm–3. The CPC shall not be operated above its con-
centration limit.

J3.2 Laskin Generator. The conditioning aerosol shall be
generated using one or more Laskin generators. The aerosol
output of the Laskin generator(s) is not required to be passed
through a charge neutralizer. The nozzles shall be operated at
air pressures of 20 to 60 psig. The Laskin generator(s) shall be
operated with an aqueous solution of KCl in water prepared to
a ratio of 1.00 g of reagent grade KCl for each 1.00 L of dis-
tilled or filtered deionized water. The compressed air line sup-
plying the Laskin generator shall be equipped with devices for
the removal of oil and water and have a high-efficiency particle
filter (99.97% @ 0.3 μm or better) installed near the Laskin
generator(s). The conditioning aerosol shall be injected
between the inlet filter bank (item 3 of Figure 4-1) and the
upstream mixing orifice (item 9 of Figure 4-1).

J3.3 Separate Duct for Conditioning Step. The use of a sep-
arate duct for the conditioning portion of the test is acceptable as
long as the conditioning duct meets the following criteria:

• The cross-sectional dimensions of the duct are 610 ×
610 mm (24 × 24 in.).

• The HEPA filter bank, transition, aerosol injection tube,
mixing orifice, perforated diffusion plate, upstream
sampling probe, and main flow measurement nozzle are
designed and installed according to Section 4.2.

• The test filter does not extend beyond the length of
the duct.

• Test environmental conditions meet Section 4.2.3.

The conditioning duct can be operated in a positive or a
negative pressure mode.

J4. SUBSECTION TO BE USED WITH
SECTION 5.1 OF THE STANDARD

J4.1 If a separate duct is used for the conditioning step (see
Section J3.3), then velocity uniformity (see Section 5.2) shall
be performed on that duct.

J5.  SUBSECTION TO BE USED WITH
SECTION 5 OF THE STANDARD

J5.1 Uniformity of the
Conditioning Aerosol Concentration

J5.1.1 The uniformity of the conditioning aerosol con-
centration across the duct cross section shall be determined by
a nine-point traverse in the 610 × 610 mm (24 × 24 in.) duct
immediately upstream of the device section (i.e., at the loca-
tion of the upstream sample probe), using the grid points
shown in Figure 5-1. The traverse shall be made by either (a)
installing nine sample probes of identical curvature, diameter,
and inlet nozzle diameter but of variable vertical length or (b)
repositioning a single probe.

J5.1.2 The conditioning aerosol generation system shall
be operated in the same manner as intended for conditioning
of test filters.

J5.1.3 The aerosol concentration measurements shall
be made with a CPC meeting the specifications of Section
J3.1. A one-minute average concentration shall be
recorded at each grid point. The average shall be based on
at least ten readings taken at equal intervals during the one-
minute period. After sampling all nine points, the traverse
shall then be repeated four more times to provide a total of
five samples from each point. These five values for each
point shall then be averaged. The traverse measurements
shall be performed at airflow rates of 0.22, 0.93, and
1.4 m3/s (472, 1970, and 2990 cfm).

J5.1.4 The CV of the corresponding nine grid point
particle concentrations shall be less than 15% for each air-
flow rate. 

J5.1.5 Ratio of Small to Large Particles in the Condi-
tioning Aerosol. With the conditioning aerosol generator
operating as it would for conditioning operation during a stan-
dard test, the in-duct aerosol concentration shall be measured
with the CPC and with the particle counter used for PSE test-
ing. The CPC sample inlet shall be located within 100 mm
(4 in.) of the OPS inlet, and they can share the same inlet. The
ratio of the CPC concentration to the concentration of parti-
cles > 0.3 μm (measured by the PSE particle counter and con-
sisting of all particles measured between 0.3 and 10 µ m) shall
be >20,000. 

Note:  The units of concentration will need to be the same
to calculate the correct ratio. Typically the particle counter
output will be in units of particles/m3 and the CPC output will
be in units of particles/cm3.
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J6. SUBSECTION TO BE USED WITH TABLE 5-1,
SYSTEM QUALIFICATION MEASUREMENT REQUIREMENTS OF THE STANDARD

J7. SUBSECTION TO BE USED WITH TABLE 5-2,
APPARATUS MAINTENANCE SCHEDULE OF THE STANDARD

J8.  SUBSECTION TO BE USED WITH SECTION 6, 
TEST MATERIALS, OF THE STANDARD

J8.1 Conditioning Aerosol. The conditioning aerosol shall

be solid-phase potassium chloride (KCl) particles generated
from an aqueous solution. The solution shall be prepared by

dissolving reagent grade KCl in distilled or filtered deionized

water at a proportion of 1.00 g of KCl per 1.00 L of water.

J9. SUBSECTION TO BE USED WITH
SECTION 8.2, TEST PROCEDURES,
OF THE STANDARD

J9.1 Test Sequence. The sequence of tests on the device

shall be as follows:

a. Resistance vs. airflow rate of the clean device at various
airflow rates as prescribed in Section 9 of the standard

b. PSE prescribed in Section 10 of the standard of the clean

device per the standard.

c. PSE prescribed in Section 10 of the standard of the device

after conditioning per this appendix.

d. PSE prescribed in Section 10 of the standard of the device

when incrementally loaded with synthetic dust as pre-
scribed in the standard with the exception of the 30 gram

conditioning load (see Section 10.7.1.2.b).

J10.  CONDITIONING PROCEDURE
(USE THIS PROCEDURE INSTEAD OF
SECTION 10.7.1.2.B OF THE STANDARD)

J10.1 After the initial efficiency test is completed, the filter
shall be exposed to the conditioning aerosol. The duct airflow
rate used during the conditioning step will be the same as is
used during the dust-loading and particle size efficiency test-
ing. Note that all filters tested according to this standard must
be exposed to the same conditioning aerosol procedure,
regardless of the specific materials, construction details, or
other variables.

J10.2 Prior to conditioning, all internal surfaces of the
Laskin generator shall be rinsed with distilled or filtered
deionized water and then filled with KCl solution, as specified
in Section J8.1.

J10.3 Record the background concentration using the CPC
upstream of the test device with the duct airflow rate set to the
same value used during testing.

J10.4 The measured in-duct conditioning aerosol concentra-
tion shall not exceed  1.0 × 106 cm–3.

J10.5 Conditioning shall be performed in incremental steps
with a PSE taken after each increment. The minimum incre-
mental conditioning step shall be a CT of 6.4 × 107 particles
cm–3 min. Conditioning is stopped when either (a) the current
measurement shows no further significant drop in efficiency
or (b) the cumulative CT exposure of the filter reaches a CT of
1.2 × 109 particles cm–3 min. A “significant drop” is a drop in
efficiency of at least two percentage points in two or more

Parameter Requirement

Ratio of the CPC concentration to the concentration of 
particles >0.3 μm (measured by the PSE particle counter)

 Ratio > 20,000

Conditioning Aerosol Uniformity:
Based on traverse measurements made over a 9-point equal-area grid at each test airflow rate.

CV <15%

Conditioning aerosol in-duct aerosol concentration
< 1 × 106 cm–3 or less than the concentra-
tion limit of the CPC, whichever is smaller

Maintenance Item
Incorporated into 

Each Test
Monthly Bi-Annually

After a Change 
that May Alter 
Performance

Comment

Drain, rinse, and refill the Laskin
generator with fresh 0.1% KCl solution

Daily

Ratio of the CPC concentration to the 
concentration of particles >0.3 μm 

X

Conditioning Aerosol Uniformity X X

Conditioning Aerosol Concentration X
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adjacent particle size ranges relative to the minimum efficien-
cies in those ranges measured in any of the previous steps.

Note:  Filters with large media area (typical of 300 mm or
12 in. filters and bag filters) may require cumulative condi-
tioning CTs up to the maximum level of 1.2 × 109 particles
cm–3min. The test laboratory should select an incremental
conditioning step size consistent with this expectation and
avoid relatively small conditioning increments that may
underchallenge the filter. 

J10.6 Periodically during conditioning, the in-duct concen-
tration of the conditioning aerosol shall be measured and
recorded. The measurement interval shall be such that a min-
imum of three measurements are obtained during each condi-
tioning interval.

J10.7 Whenever the determined correlation ratio is (see Sec-
tion 10.3), it is recommended that the ratio of the concentra-
tion of small to large particles be measured. This ratio must be
evaluated a minimum of two times during the conditioning
procedure—once at the beginning of the conditioning and
once at the end of the conditioning. The small particle con-
centration is that obtained from the CPC. The large particle
concentration is that obtained from the PSE particle counter
and is the concentration of all particles >0.3 μm. The ratio of
the concentrations must be >20,000.

J10.8 To prevent deliquescence of the KCl during con-
ditioning, relative humidity must be maintained below
65% in the test duct at all times during the test. If the fil-
ter is removed from the test duct for any reason during
the test, it must be stored in an environment with RH less
than 65%.

J11. SUBSECTION TO BE USED WITH 
SECTION 11.2 OF THE STANDARD

J11.1 Conditioning

1. The background concentration (particles cm–3)

2. The average conditioning aerosol concentration (parti-
cles cm–3) 

3. The cumulative conditioning duration (minutes)

4. The cumulative conditioning CT (particles cm–3 min)

5. The PSE following each conditioning increment.

6. Dust holding capacity DHC-A (grams)

J11.2 Minimum Efficiency Reporting Value (MERV-A)
according to Appendix J

1. The average of the minimum PSE of the four size ranges
from 0.30 to 1.0 μm (E1-A)

2. The average of the minimum PSE of the four size ranges

from 1.0 to 3.0 μm (E2-A)

3. The average of the minimum PSE of the four size ranges
from 3.0 to 10.0 μm (E3-A)

4. MERV-A for the device

J11.3 Minimum Efficiency Reporting Value (MERV-A)
According to Appendix J for Air Cleaners

J11.3.1 The minimum efficiency reporting value
(MERV-A) for an air cleaner shall be based on three com-

posite average PSE points developed from a test at a man-
ufacturer’s specified airflow rate selected in accordance
with Section 8-1. Dust loading shall follow the procedure
outlined in Section 10.7 except substituting Section J10 of
this appendix for Section 10.7.1.2 b of the standard. The

results of the tests shall be reported in accordance with
Sections 10.8.1 and 10.8.2. The four data points from the
Section 10.8.2 composite curve in each of the three size
range groups from Table J-1 shall be averaged, and the
resultant three average minimum PSEs (E1-A, E2-A, and

E3-A) shall be reported.

J11.3.2 With this appendix, the minimum final resistance
for an air cleaner shall always be the same as or greater than
twice the initial resistance.

J11.3.3 With this appendix, the minimum efficiency
reporting value in the specified size ranges and final resis-
tance for reporting purposes shall be in accordance with
Table J-2. 

J11.3.4 The reporting designator shall be a combina-
tion of the air cleaner’s MERV-A and the test airflow rate
(e.g., MERV-A 10-A at 0.93 indicates that the air cleaner
has a MERV-A 10-A when tested at 0.93 m3/s

[1970 cfm]). 

TABLE J-1  Size Range Groups

Average Minimum PSE Designator Corresponding Size Range Group, µm

E1-A 0.30 to 1.0

E2-A 1.0 to 3.0

E3-A 3.0 to 10
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TABLE J-2  KCl Conditioned Per Appendix J Minimum Efficiency Reporting Value (MERV-A) Parameters

Standard 52.2 Appendix J 
Minimum Efficiency 

Reporting Value
(MERV-A)

Composite Average Particle Size Efficiency in Size Range, %

Average Arrestance, %

Range 1
(0.3–1.0µm)

Range 2
(1.0–3.0µm)

Range 3
(3.0–10.0µm)

1–A n/a n/a E3–A < 20 Aavg < 65

2–A n/a n/a E3–A < 20 65 ≤ Aavg < 70

3–A n/a n/a E3–A < 20 70 ≤ Aavg < 75

4–A n/a n/a E3–A < 20 75 ≤ Aavg

5–A n/a n/a 20 ≤ E3–A < 35 n/a

6–A n/a n/a 35 ≤ E3–A < 50 n/a

7–A n/a n/a 50 ≤ E3–A < 70 n/a

8–A n/a n/a 70 ≤ E3–A n/a

9–A n/a E2–A < 50 85 ≤ E3–A n/a

10–A n/a 50 ≤ E2–A < 65 85 ≤ E3–A n/a

11–A n/a 65 ≤ E2–A < 80 85 ≤ E3–A n/a

12–A n/a 80 ≤ E2–A 90 ≤ E3–A n/a

13–A E1–A < 75 90 ≤ E2–A 90 ≤ E3–A n/a

14–A 75 ≤ E1–A < 85 90 ≤ E2–A 90 ≤ E3–A n/a

15–A 85 ≤ E1–A < 95 90 ≤ E2–A 90 ≤ E3–A n/a

16–A 95 ≤ E1–A 95 ≤ E2–A 95 ≤ E3–A n/a
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ASHRAE Standard 52.2 Air Cleaner Performance Report Summary with
Optional Conditioning Procedure According to Appendix J

(This report applies to the tested device only)

Laboratory Data
Report number___________Test number________________ Date________________

Test laboratory________________________________________________________

Operator__________________________Supervisor___________________________

Particle counter(s): Brand_____________________Model____________________

Device Manufacturer’s Data
Manufacturer___________________________Product name___________________

Model________________________Test requested by_________________________

Sample obtained from__________________________________________________

Catalog rating: Airflow rate___________________Initial pressure drop______________

Specified test conditions: Airflow______________Final pressure drop_____________

Face velocity__________________________________________________________

Device Description
Dimensions: Height______________Width_______________Depth____________________

Generic name__________________________Media type_________________________

Effective media area_______________________Media color_____________________
Amount and type of adhesive (Tackifier)_______________________________________

Other attributes_________________________________________________________

Test Conditions
Airflow rate___________________Temperature________________RH________________

Test aerosol type____________Final pressure drop____________Face velocity________

Duct configuration (one or two ducts used):

Remarks____________________________________________________________

Conditioning Parameters

Background concentration (particles cm–3)

Avgerage cond aerosol concentration (particles cm–3)______________________________

Cumulative conditioning duration (minutes)__________________________________

Is filter continuously conditioned in the same duct? __________________________

Cumulative conditioning CT (particles cm–3 min)_____________________________

PSE following each conditioning increment__________________________________

Resistance Test Results

Initial resistance________________________Final resistance___________________

KCl Conditioned Minimum Efficiency Reporting Data (According to Appendix J)

Composite average efficiencies: E1-A_____________ E2-A_____________ E3-A_____________

Air cleaner average arrestance: Aavg-A____________

Dust holding capacity: DHC-A____________

Minimum efficiency reporting value: MERV-A____________
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(This appendix is not part of this standard. It is merely informative and does not contain requirements necessary for
conformance to the standard. It has not been processed according to the ANSI requirements for a standard and may
contain material that has not been subject to public review or a consensus process. Unresolved objectors on informative
material are not offered the right to appeal at ASHRAE or ANSI.)

APPENDIX
18-MONTH SUPPLEMENT
ADDENDA TO ANSI/ASHRAE STANDARD 52.2-2007

This supplement includes Addendum b to ANSI/ASHRAE Standard 52.2-2007. The following table lists each addendum
and describes the way in which the standard is affected by the change. It also lists the ASHRAE and ANSI approval dates for
each addendum.

Addendum
Section(s)
Affected

Description of Changes*

* These descriptions may not be complete and are provided for information only.

ASHRAE 
Standards 
Committee 
Approval

ASHRAE 
BOD Approval

ANSI 
Approval

b

Sections 3.1, 
3.2, 8.1.3, 

10.7.2, 10.8.4, 
10.8.5, 11.2, 
12.3, A2.3 
and A3.2 in 
Appendix A, 
Appendix C, 
Appendix J, 

and Table 12-1

The first part of this addendum is part of a larger 
plan to combine Standards 52.1 and 52.2 into a sin-
gle standard on air filter testing. It incorporates the 
52.1 sections on arrestance and dust-holding capac-
ity into Standard 52.2 and deletes some references 
to Standard 52.1 that occur in Standard 52.2. Future 
addenda will complete the process of making Stan-
dard 52.2 self sufficient and comprehensive, and at 
this time SPC 52.1 will be able to withdraw Stan-

dard 52.1. While similar to previous definitions, the 
terms arrestance and dust holding capacity are pro-
cedurally different and should not be directly com-

pared to prior definitions in previous versions of 
standard 52. Part 2 of this addendum adds a new 

informative appendix to Standard 52.2, Appendix J. 
Appendix J provides an optional method of condi-
tioning a filter using fine KCl particles to demon-
strate efficiency loss that might be realized in field 

applications. Appendix J is not ANSI approved.

6/21/08 6/25/08 7/24/08

NOTE

When addenda, interpretations, or errata to this standard have been approved, they can be downloaded 
free of charge from the ASHRAE Web site at http://www.ashrae.org.

12 Appendix



POLICY STATEMENT DEFINING ASHRAE’S CONCERN
FOR THE ENVIRONMENTAL IMPACT OF ITS ACTIVITIES

ASHRAE is concerned with the impact of its members’ activities on both the indoor and outdoor environment. ASHRAE’s
members will strive to minimize any possible deleterious effect on the indoor and outdoor environment of the systems and
components in their responsibility while maximizing the beneficial effects these systems provide, consistent with accepted
standards and the practical state of the art.

ASHRAE’s short-range goal is to ensure that the systems and components within its scope do not impact the indoor and
outdoor environment to a greater extent than specified by the standards and guidelines as established by itself and other
responsible bodies.

As an ongoing goal, ASHRAE will, through its Standards Committee and extensive technical committee structure,
continue to generate up-to-date standards and guidelines where appropriate and adopt, recommend, and promote those new
and revised standards developed by other responsible organizations.

Through its Handbook, appropriate chapters will contain up-to-date standards and design considerations as the material is
systematically revised.

ASHRAE will take the lead with respect to dissemination of environmental information of its primary interest and will seek
out and disseminate information from other responsible organizations that is pertinent, as guides to updating standards and
guidelines.

The effects of the design and selection of equipment and systems will be considered within the scope of the system’s
intended use and expected misuse. The disposal of hazardous materials, if any, will also be considered.

ASHRAE’s primary concern for environmental impact will be at the site where equipment within ASHRAE’s scope
operates. However, energy source selection and the possible environmental impact due to the energy source and energy
transportation will be considered where possible. Recommendations concerning energy source selection should be made by
its members.



PC  10/08


	52_2_Supplement_b.pdf
	Addendum b to Standard 52.2-2007



<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /None
  /Binding /Left
  /CalGrayProfile (Dot Gain 20%)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /Error
  /CompatibilityLevel 1.4
  /CompressObjects /Tags
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJobTicket false
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.0000
  /ColorConversionStrategy /CMYK
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedOpenType false
  /ParseICCProfilesInComments true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams false
  /MaxSubsetPct 100
  /Optimize true
  /OPM 1
  /ParseDSCComments true
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage true
  /PreserveDICMYKValues true
  /PreserveEPSInfo true
  /PreserveFlatness true
  /PreserveHalftoneInfo false
  /PreserveOPIComments true
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Apply
  /UCRandBGInfo /Preserve
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages true
  /ColorImageMinResolution 300
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages true
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 300
  /ColorImageDepth -1
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 1.50000
  /EncodeColorImages true
  /ColorImageFilter /DCTEncode
  /AutoFilterColorImages true
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /ColorImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /AntiAliasGrayImages false
  /CropGrayImages true
  /GrayImageMinResolution 300
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages true
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 300
  /GrayImageDepth -1
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 1.50000
  /EncodeGrayImages true
  /GrayImageFilter /DCTEncode
  /AutoFilterGrayImages true
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /GrayImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /AntiAliasMonoImages false
  /CropMonoImages true
  /MonoImageMinResolution 1200
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages true
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 1200
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.50000
  /EncodeMonoImages true
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly false
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile ()
  /PDFXOutputConditionIdentifier ()
  /PDFXOutputCondition ()
  /PDFXRegistryName ()
  /PDFXTrapped /False

  /CreateJDFFile false
  /Description <<

    /BGR <>
    /CHS <FEFF4f7f75288fd94e9b8bbe5b9a521b5efa7684002000410064006f006200650020005000440046002065876863900275284e8e9ad88d2891cf76845370524d53705237300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c676562535f00521b5efa768400200050004400460020658768633002>
    /CHT <FEFF4f7f752890194e9b8a2d7f6e5efa7acb7684002000410064006f006200650020005000440046002065874ef69069752865bc9ad854c18cea76845370524d5370523786557406300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c4f86958b555f5df25efa7acb76840020005000440046002065874ef63002>
    /CZE <>
    /DAN <>
    /DEU <>
    /ESP <>
    /ETI <>
    /FRA <>
    /GRE <>

    /HRV (Za stvaranje Adobe PDF dokumenata najpogodnijih za visokokvalitetni ispis prije tiskanja koristite ove postavke.  Stvoreni PDF dokumenti mogu se otvoriti Acrobat i Adobe Reader 5.0 i kasnijim verzijama.)
    /HUN <>
    /ITA <>
    /JPN <FEFF9ad854c18cea306a30d730ea30d730ec30b951fa529b7528002000410064006f0062006500200050004400460020658766f8306e4f5c6210306b4f7f75283057307e305930023053306e8a2d5b9a30674f5c62103055308c305f0020005000440046002030d530a130a430eb306f3001004100630072006f0062006100740020304a30883073002000410064006f00620065002000520065006100640065007200200035002e003000204ee5964d3067958b304f30533068304c3067304d307e305930023053306e8a2d5b9a306b306f30d530a930f330c8306e57cb30818fbc307f304c5fc59808306730593002>
    /KOR <FEFFc7740020c124c815c7440020c0acc6a9d558c5ec0020ace0d488c9c80020c2dcd5d80020c778c1c4c5d00020ac00c7a50020c801d569d55c002000410064006f0062006500200050004400460020bb38c11cb97c0020c791c131d569b2c8b2e4002e0020c774b807ac8c0020c791c131b41c00200050004400460020bb38c11cb2940020004100630072006f0062006100740020bc0f002000410064006f00620065002000520065006100640065007200200035002e00300020c774c0c1c5d0c11c0020c5f40020c2180020c788c2b5b2c8b2e4002e>
    /LTH <>
    /LVI <>
    /NLD (Gebruik deze instellingen om Adobe PDF-documenten te maken die zijn geoptimaliseerd voor prepress-afdrukken van hoge kwaliteit. De gemaakte PDF-documenten kunnen worden geopend met Acrobat en Adobe Reader 5.0 en hoger.)
    /NOR <>
    /POL <>
    /PTB <>
    /RUM <>
    /RUS <>
    /SKY <>
    /SLV <>
    /SUO <>
    /SVE <>
    /TUR <>
    /UKR <>
    /ENU (Use these settings to create Adobe PDF documents best suited for high-quality prepress printing.  Created PDF documents can be opened with Acrobat and Adobe Reader 5.0 and later.)
  >>
  /Namespace [
    (Adobe)
    (Common)
    (1.0)
  ]
  /OtherNamespaces [
    <<
      /AsReaderSpreads false
      /CropImagesToFrames true
      /ErrorControl /WarnAndContinue
      /FlattenerIgnoreSpreadOverrides false
      /IncludeGuidesGrids false
      /IncludeNonPrinting false
      /IncludeSlug false
      /Namespace [
        (Adobe)
        (InDesign)
        (4.0)
      ]
      /OmitPlacedBitmaps false
      /OmitPlacedEPS false
      /OmitPlacedPDF false
      /SimulateOverprint /Legacy
    >>
    <<
      /AddBleedMarks false
      /AddColorBars false
      /AddCropMarks false
      /AddPageInfo false
      /AddRegMarks false
      /ConvertColors /ConvertToCMYK
      /DestinationProfileName ()
      /DestinationProfileSelector /DocumentCMYK
      /Downsample16BitImages true
      /FlattenerPreset <<
        /PresetSelector /MediumResolution
      >>
      /FormElements false
      /GenerateStructure false
      /IncludeBookmarks false
      /IncludeHyperlinks false
      /IncludeInteractive false
      /IncludeLayers false
      /IncludeProfiles false
      /MultimediaHandling /UseObjectSettings
      /Namespace [
        (Adobe)
        (CreativeSuite)
        (2.0)
      ]
      /PDFXOutputIntentProfileSelector /DocumentCMYK
      /PreserveEditing true
      /UntaggedCMYKHandling /LeaveUntagged
      /UntaggedRGBHandling /UseDocumentProfile
      /UseDocumentBleed false
    >>
  ]
>> setdistillerparams
<<
  /HWResolution [2400 2400]
  /PageSize [612.000 792.000]
>> setpagedevice


