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SPECIAL NOTE
This American National Standard (ANS) is a national voluntary consensus Standard developed under the auspices of ASHRAE. Consensus is defined by the
American National Standards Institute (ANSI), of which ASHRAE is a member and which has approved this Standard as an ANS, as “substantial agreement
reached by directly and materially affected interest categories. This signifies the concurrence of more than a simple majority, but not necessarily unanimity.
Consensus requires that all views and objections be considered, and that an effort be made toward their resolution.” Compliance with this Standard is
voluntary until and unless a legal jurisdiction makes compliance mandatory through legislation.
ASHRAE obtains consensus through participation of its national and international members, associated societies, and public review.
ASHRAE Standards are prepared by a Project Committee appointed specifically for the purpose of writing the Standard. The Project Committee
Chair and Vice-Chair must be members of ASHRAE; while other committee members may or may not be ASHRAE members, all must be technically
qualified in the subject area of the Standard. Every effort is made to balance the concerned interests on all Project Committees.
The Senior Manager of Standards of ASHRAE should be contacted for
a. interpretation of the contents of this Standard,
b. participation in the next review of the Standard,
c. offering constructive criticism for improving the Standard, or
d. permission to reprint portions of the Standard.
DISCLAIMER
ASHRAE uses its best efforts to promulgate Standards and Guidelines for the benefit of the public in light of available information and accepted industry
practices. However, ASHRAE does not guarantee, certify, or assure the safety or performance of any products, components, or systems tested, installed,
or operated in accordance with ASHRAE’s Standards or Guidelines or that any tests conducted under its Standards or Guidelines will be nonhazardous or
free from risk.
ASHRAE INDUSTRIAL ADVERTISING POLICY ON STANDARDS
ASHRAE Standards and Guidelines are established to assist industry and the public by offering a uniform method of testing for rating purposes, by suggesting
safe practices in designing and installing equipment, by providing proper definitions of this equipment, and by providing other information that may serve
to guide the industry. The creation of ASHRAE Standards and Guidelines is determined by the need for them, and conformance to them is completely
voluntary.
In referring to this Standard or Guideline and in marking of equipment and in advertising, no claim shall be made, either stated or implied, that the
product has been approved by ASHRAE.
ASHRAE is a registered trademark of the American Society of Heating, Refrigerating and Air-Conditioning Engineers, Inc.
ANSI is a registered trademark of the American National Standards Institute.
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(This foreword is not part of this standard. It is merely
informative and does not contain requirements necessary
for conformance to the standard. It has not been processed according to the ANSI requirements for a standard
and may contain material that has not been subject to
public review or a consensus process. Unresolved objectors on informative material are not offered the right to
appeal at ASHRAE or ANSI.)
FOREWORD
Addendum a to Standard 202-2013 changes the term “Commissioning Authority” to “Commissioning Provider” throughout the standard.
Note: In this addendum, changes to the current standard
are indicated in the text by underlining (for additions) and
strikethrough (for deletions) unless the instructions specifically mention some other means of indicating the changes.
Addendum a to Standard 202-2013
Modify Section 3 as follows.
3. DEFINITIONS
Commissioning Provider (Cx Provider) Authority (CxA): an
entity identified by the owner who leads, plans, schedules,
and coordinates the Commissioning Team to implement the
Commissioning Process.
Modify Section 4 as follows.
4.3 Acceptance. The process for each activity and deliverable shall include an acceptance step as defined in the OPR
and Cx Plan. This step shall formalize the acceptance of the
commissioning deliverable by the owner or client. Under this
standard, the Cx Provider CxA is not required to accept
designer’s or contractor’s work on behalf of the owner or
jurisdiction.
Modify Section 5 as follows.
5.1.2 Project Team Selection-Commissioning Process
Providers. The owner is responsible for selecting qualified
Cx Process professionals. The Cx Provider CxA directs the
Cx Process and shall be an objective advocate of the owner.
[...]
5.2.5 Checklists. The owner shall require, by agreement,
the Cx Team including the Cx Provider CxA and design and
construction service providers to develop, utilize, and complete Cx procedures and written Cx observation and testing
checklists in accordance with the Cx Plan.
[...]

Modify Section 6 as follows.
6.3.1 The OPR shall be reviewed by the Cx Provider CxA
and approved by the owner during predesign. Updates to the
OPR made during subsequent project activities shall also be
formally accepted by the owner.
Modify Section 7 as follows.
7.2.1 The Cx Provider CxA shall, with input from the
owner's project team, develop the initial Cx Plan at the initiation of the project. The Cx Plan shall be updated and
expanded during design and construction as the project
evolves.
Modify Section 8 as follows.
8.2.2 The design team shall submit the BoD to the owner
and Cx Provider CxA for review at each milestone defined by
the OPR and Cx Plan.
8.2.3 The owner and Cx Provider CxA shall evaluate each
BoD submittal for the following
a. Design and design assumptions in agreement with the
OPR.
b. Requirements for updating of the BoD.
c. Requirements for sustainable design certification when
required.
d. Consideration of design alternatives at each phase.
e. Requirements that systems, assemblies, and equipment be
located and installed to be commissionable and maintainable.
f. Opportunities for improved performance
8.2.4 The Cx Provider CxA shall document and track
issues related to the BoD using the Cx issues and resolution
log, including issues identified by the owner and members of
the design team.
8.2.5 The design team shall work with the owner and Cx
Provider CxA to resolve Cx issues.
Modify Section 10 as follows.
10.2.1 The Cx Provider CxA shall perform a review of the
commissioned systems and assemblies in the design documents to evaluate compliance with the OPR. Design review
shall be completed prior to the issuing of construction documents for systems being commissioned. The OPR and the Cx
Plan shall define any sampling strategies for design review.
[...]
10.3.1 The owner shall approve the Cx Provider CxA document review report and the design team’s response before the
start of construction.

5.2.15 Warranty Period Commissioning. The owner shall
require, by agreement,

Modify Section 11 as follows.

a. Cx Provider CxA performance of Cx during the warranty
period,
b. updating the systems manual based on modifications to
operations to meet the OPR, and
c. updating the OPR to meet changes in the owner’s objectives and criteria.

11.2.2 The Cx Provider CxA shall identify construction
submittals to be provided by the contractor for the systems
being commissioned.
11.2.3 The Cx Provider CxA shall review the construction
submittals concurrently with the designers and provide comments to the designer.
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11.2.4 The designer shall consider the Cx Provider’s CxA’s
comments and provide direction to the contractor in accordance with the designer’s best professional judgment. A copy
shall be provided to the Cx Provider CxA.
11.2.5 In the event that the owner does not retain the
designer for construction administration services, the owner
shall do the following:
a. Require the Cx Provider CxA to review the construction
submittals for the systems being commissioned concurrently with the owner or owner’s representative and provide comments to the owner or owner representative.
b. Consider the Cx Provider’s CxA’s comments and provide
direction to the contractor in accordance with the owner’s
best professional judgment. A copy shall be provided to
the Cx Provider CxA.
[...]
11.3.1 The Cx Provider CxA shall maintain a record of all
Cx submittal reviews and shall submit a written report to the
owner and design authority. If it is determined that any
reviewed submittals do not comply with the OPR, that submittal shall be provided to the owner to determine if the system or equipment shall be accepted or rejected.
Modify Section 12 as follows.
12.2.2 Checklists and test procedures with necessary report
forms shall be developed before equipment or assembly
installation. All completed checklists and test reports shall be
included in the final Cx Report.
a. Project-specific construction checklists and Cx Testing
procedures shall be established for review by owner and
appropriate team members.
b. The test procedures shall list the entities responsible for
executing each of the tests.
c. Whenever a test data result is required for a specific system or assembly, there shall be an item in the associated
construction checklist for the test data to be submitted to
the Cx Provider CxA.
d. Sampling procedures shall be utilized if required and
defined in the OPR, the Cx Plan, or the Cx Specifications.
[...]
12.2.4 The Cx Provider CxA shall conduct a commissioning kick-off and scoping meeting with the Cx Team to explain
Cx procedures and coordinate commissioning activities at the
beginning of the construction process and at other times as
necessary.
[...]
12.2.6 Executing Test Procedures

Modify Section 13 as follows.
13.2.1 The Cx Provider CxA and Cx Team shall develop a
formal issues and resolutions log with supporting documentation.
Modify Section 14 as follows.
14.3.1 The contents of the preliminary systems manual,
Sections 2 through 4, shall be reviewed and evaluated by the
Cx Provider CxA prior to training of operational and maintenance personnel and occupants in accordance with the OPR.
Modify Section 15 as follows.
15.3.1 The training plan, the execution of the training plan,
and the delivery of instruction shall be reviewed for acceptance by the Cx Provider CxA and owner. The training plan
shall be submitted and accepted prior to the delivery of any
instruction. Evaluation or survey of the participants shall be
as defined in the OPR and contract documents.
Modify Section 16 as follows.
16.2.2 The seasonal, delayed, and incomplete testing of
facility systems and assemblies shall be completed. The Cx
Provider CxA shall determine when the Cx Testing shall be
performed based on weather conditions, load conditions, or
occupant interactions that are required to complete the activities for all systems and assemblies being commissioned.
16.2.3 The general contractor or owner shall coordinate
contractor callbacks to resolve issues identified during the Cx
Process and provide written documentation to the Cx Provider CxA that the issues have been resolved and/or the owner
has accepted the final conditions.
Modify Section 17 as follows.
17.3 The final Cx Process progress report shall include the
following:
1.
2.
3.
4.

Executive summary.
Copy of the final Cx Process plans.
Copy of design and submittals review reports.
Completed copy of the approved supplier, contractor, and
Cx Provider CxA Evaluations, and Cx start-up and test
forms, including those utilized during the occupancy and
operations activity.
5. Copy of all Cx Progress Reports.
6. Copy of all issue and resolution logs including the
descriptions of the issues and the measures taken to correct them. A discussion of systems or assemblies that do
not perform in accordance with the OPR.
7. For all incomplete issues, delayed or seasonal tests including a resolution plan approved by the owner identifying
who is responsible for resolution.

a. Once construction checklists and test procedures are
established, the responsible entities shall execute relevant
test protocols and repeat testing as necessary until equipment, systems, or assemblies being tested pass all tests.
b. The Cx Provider CxA directs, witnesses, and documents
the tests conducted by the Cx Team as required by the Cx
Plan.
c. Completed test reports shall be submitted to the project
team for review and the Cx Provider CxA for Evaluation.

17.4.1 The Cx Provider CxA shall submit the Cx Report to
the owner and others as required by the OPR and jurisdictional requirements for review and acceptance.
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POLICY STATEMENT DEFINING ASHRAE’S CONCERN
FOR THE ENVIRONMENTAL IMPACT OF ITS ACTIVITIES
ASHRAE is concerned with the impact of its members’ activities on both the indoor and outdoor environment.
ASHRAE’s members will strive to minimize any possible deleterious effect on the indoor and outdoor environment of
the systems and components in their responsibility while maximizing the beneficial effects these systems provide,
consistent with accepted Standards and the practical state of the art.
ASHRAE’s short-range goal is to ensure that the systems and components within its scope do not impact the
indoor and outdoor environment to a greater extent than specified by the Standards and Guidelines as established by
itself and other responsible bodies.
As an ongoing goal, ASHRAE will, through its Standards Committee and extensive Technical Committee structure,
continue to generate up-to-date Standards and Guidelines where appropriate and adopt, recommend, and promote
those new and revised Standards developed by other responsible organizations.
Through its Handbook, appropriate chapters will contain up-to-date Standards and design considerations as the
material is systematically revised.
ASHRAE will take the lead with respect to dissemination of environmental information of its primary interest and
will seek out and disseminate information from other responsible organizations that is pertinent, as guides to updating
Standards and Guidelines.
The effects of the design and selection of equipment and systems will be considered within the scope of the
system’s intended use and expected misuse. The disposal of hazardous materials, if any, will also be considered.
ASHRAE’s primary concern for environmental impact will be at the site where equipment within ASHRAE’s scope
operates. However, energy source selection and the possible environmental impact due to the energy source and
energy transportation will be considered where possible. Recommendations concerning energy source selection
should be made by its members.
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About ASHRAE
ASHRAE, founded in 1894, is a global society advancing human well-being through sustainable technology for the
built environment. The Society and its members focus on building systems, energy efficiency, indoor air quality,
refrigeration, and sustainability. Through research, Standards writing, publishing, certification and continuing
education, ASHRAE shapes tomorrow’s built environment today.
For more information or to become a member of ASHRAE, visit www.ashrae.org.
To stay current with this and other ASHRAE Standards and Guidelines, visit www.ashrae.org/standards.
Visit the ASHRAE Bookstore
ASHRAE offers its Standards and Guidelines in print, as immediately downloadable PDFs, on CD-ROM, and via
ASHRAE Digital Collections, which provides online access with automatic updates as well as historical versions of
publications. Selected Standards and Guidelines are also offered in redline versions that indicate the changes made
between the active Standard or Guideline and its previous version. For more information, visit the Standards and
Guidelines section of the ASHRAE Bookstore at www.ashrae.org/bookstore.

IMPORTANT NOTICES ABOUT THIS STANDARD
To ensure that you have all of the approved addenda, errata, and interpretations for this
Standard, visit www.ashrae.org/standards to download them free of charge.
Addenda, errata, and interpretations for ASHRAE Standards and Guidelines are no longer
distributed with copies of the Standards and Guidelines. ASHRAE provides these addenda,
errata, and interpretations only in electronic form to promote more sustainable use of
resources.
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