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SPECIAL NOTE
This American National Standard (ANS) is a national voluntary consensus Standard developed under the auspices of ASHRAE. Consensus is defined by the
American National Standards Institute (ANSI), of which ASHRAE is a member and which has approved this Standard as an ANS, as “substantial agreement
reached by directly and materially affected interest categories. This signifies the concurrence of more than a simple majority, but not necessarily unanimity.
Consensus requires that all views and objections be considered, and that an effort be made toward their resolution.” Compliance with this Standard is
voluntary until and unless a legal jurisdiction makes compliance mandatory through legislation. 

ASHRAE obtains consensus through participation of its national and international members, associated societies, and public review.
ASHRAE Standards are prepared by a Project Committee appointed specifically for the purpose of writing the Standard. The Project Committee

Chair and Vice-Chair must be members of ASHRAE; while other committee members may or may not be ASHRAE members, all must be technically
qualified in the subject area of the Standard. Every effort is made to balance the concerned interests on all Project Committees. 

The Senior Manager of Standards of ASHRAE should be contacted for
a. interpretation of the contents of this Standard,
b. participation in the next review of the Standard,
c. offering constructive criticism for improving the Standard, or
d. permission to reprint portions of the Standard.

DISCLAIMER
ASHRAE uses its best efforts to promulgate Standards and Guidelines for the benefit of the public in light of available information and accepted industry
practices. However, ASHRAE does not guarantee, certify, or assure the safety or performance of any products, components, or systems tested, installed,
or operated in accordance with ASHRAE’s Standards or Guidelines or that any tests conducted under its Standards or Guidelines will be nonhazardous or
free from risk.

ASHRAE INDUSTRIAL ADVERTISING POLICY ON STANDARDS
ASHRAE Standards and Guidelines are established to assist industry and the public by offering a uniform method of testing for rating purposes, by suggesting
safe practices in designing and installing equipment, by providing proper definitions of this equipment, and by providing other information that may serve
to guide the industry. The creation of ASHRAE Standards and Guidelines is determined by the need for them, and conformance to them is completely
voluntary.

In referring to this Standard or Guideline and in marking of equipment and in advertising, no claim shall be made, either stated or implied, that the
product has been approved by ASHRAE.
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(This foreword is not part of this standard. It is merely informative and does not contain requirements
necessary for conformance to the standard. It has not been processed according to the ANSI require-
ments for a standard and may contain material that has not been subject to public review or a consen-
sus process. Unresolved objectors on informative material are not offered the right to appeal at
ASHRAE or ANSI.)

FOREWORD

Addendum da clarifies the requirements in Section 6.1 for alterations by aligning the structure of Section
6.1.4 with similar sections covering alterations in Sections 5.1.4, 7.1.4, 8.1.4, and 9.1.1.3 of the standard.
The text for Section 6 was unclear regarding alterations other than direct replacements. The requirements
for new buildings and additions are unchanged.

There is no substantial change to the requirements, so the cost of construction is unchanged.

Informative Note: In this addendum, changes to the current standard are indicated in the text by underlining
(for additions) and strikethrough (for deletions) unless the instructions specifically mention some other
means of indicating the changes. 

Modify Section 6.1 as shown (I-P and SI).

6.1 General

6.1.1 Scope. Section 6 specifies requirements for mechanical equipment and systems.

6.1.2 New Buildings. Mechanical equipment and systems serving the heating, cooling, ventilating, or
refrigeration needs of new buildings shall comply with the requirements of this section as described in Sec-
tion 6.2.

6.1.3 Additions to Existing Buildings. Mechanical equipment and systems serving the heating, cooling,
ventilating, or refrigeration needs of additions to existing buildings shall comply with the requirements of
this section as described in Section 6.2.

Exception to 6.1.3: When Where HVACR to an addition is provided by existing HVACR systems and
equipment, unaltered portions of such existing systems and equipment shall not be required to comply with
this standard. However, any newNew systems or equipment installed mustshall comply with specific
requirements applicable to those systems and equipment.

6.1.4 Alterations to Heating, Ventilating, Air Conditioning, and Refrigeration in Existing Buildings.
All alterations shall comply with Section 6.2 and Sections 6.1.4.1 to 6.1.4.3. Other than where required for
compliance with Sections 6.1.4.1 through 6.1.4.3, equipment, controls, piping, and ducts within the alter-
ation area or served by the altered system that are not replaced or altered shall not be required to comply with
Section 6.2. 

Alterations to existing cooling systems shall not decrease economizer capability except where the altered
system complies with Section 6.5.1.

Exception to 6.1.4: Compliance shall not be required

1. for eEquipment that is being modified or repaired but not replaced, provided that such modifications
and/or repairs will not result in an increase in the annual energy consumption or capacity of the equip-
ment using the same energy type;

2. Minor alterations limited to ductwork or piping within a single room that do not increase the energy
consumed by the HVAC system. where a replacement or alteration of equipment requires extensive
revisions to other systems, equipment, or elements of a building, and such replaced or altered equip-
ment is a like-for-like replacement;

3. for a rRefrigerant changes of existing equipment;
4. for the rRelocation of existing equipment within a single space; or
5. for ducts and piping where there is insufficient space or access to meet these requirements.
5. Replacement equipment located indoors shall not be required to comply with Section 6.5.1.1, “Air

Economizers.” where the equipment being replaced did not comply.
6. Compliance with Section 6.4.3.3.4, “Zone Isolation.”
7. Compliance with Section 6.5.1.2, “Fluid Economizers,” for alterations to cooling systems that do not

include a fluid economizer.
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8. Compliance with Section 6.4.3.8, “Ventilation Controls for High-Occupancy Areas” within an altered
zone shall not require alterations to the common multiple zone fan system controls where the associ-
ated common equipment or its controls are not altered.

6.1.4.1 New HVAC equipment is as a direct replacement of existing HVAC equipment, Alterations shall
comply with the following sections as applicable within the alteration area or altered equipment serving the
alteration area: for the equipment being replaced.

a. 6.3, “Simplified Approach Building Compliance Path for HVAC Systems”
b. 6.4.1, “Equipment Efficiencies, Verification, and Labeling Requirements”
ca. 6.4.3.1, “Zone Thermostatic Controls” for altered equipment and spaces. In multiple zone systems terminal

controls need not be altered in spaces that are not part of the alteration area where the multiple zone sys-
tem is altered.

d b. 6.4.3.2, “Set-Point Overlap Restrictions” where alterations are made to terminals, heating or cooling
equipment dedicated to the space, or zone thermostatic controls.

e c. 6.4.3.3, “Off-Hour Controls” except for Section 6.4.3.3.4, “Zone Isolation”
f d. 6.4.3.4, “Ventilation System Controls”
g. 6.4.3.7, “Freeze Protection and Snow/Ice Melting Systems”
h. 6.4.3.8, “Ventilation Controls for High-Occupancy Areas” only for single-zone equipment
i. 6.4.3.9, “Heated or Cooled Vestibules or Air Curtains with Integral Heating”
e. 6.4.3.10 “Direct Digital Control Requirements”
k. 6.4.5, “Walk-In Coolers and Walk-In Freezers”
l. 6.5.1.1, “Air Economizers” for units located outdoors
m. 6.5.1.3, “Integrated Economizer Control” 
n. 6.5.1.4, “Economizer Heating System Impact”
o. 6.5.3.1.1 “Fan Power Limits”
p. 6.5.3.1.3, “Fan Efficiency”
q. 6.5.3.2.1, “Supply Fan Airflow Control”
r. 6.5.3.6, “Fractional Horsepower Fan Motors”
s. 6.5.4.1, “Boiler Turndown”
tf. 6.5.4.3, “Chiller and Boiler Isolation”
u. 6.5.5.2, “Fan Speed Control”

6.1.4.2 New cooling systems installed to serve previously uncooled spaces shall comply with this sec-
tion as described in Section 6.2.

6.1.4.3 Alterations to existing cooling systems shall not decrease economizer capability except where
the altered system complies with Section 6.5.1.

6.1.4.42 New and replacement ductwork shall comply with Sections 6.4.4.1 and 6.4.4.2.
6.1.4.53 New and replacement piping shall comply with Section 6.4.4.1.
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POLICY STATEMENT DEFINING ASHRAE’S CONCERN
FOR THE ENVIRONMENTAL IMPACT OF ITS ACTIVITIES

ASHRAE is concerned with the impact of its members’ activities on both the indoor and outdoor environment.
ASHRAE’s members will strive to minimize any possible deleterious effect on the indoor and outdoor environment of
the systems and components in their responsibility while maximizing the beneficial effects these systems provide,
consistent with accepted Standards and the practical state of the art.

ASHRAE’s short-range goal is to ensure that the systems and components within its scope do not impact the
indoor and outdoor environment to a greater extent than specified by the Standards and Guidelines as established by
itself and other responsible bodies.

As an ongoing goal, ASHRAE will, through its Standards Committee and extensive Technical Committee structure,
continue to generate up-to-date Standards and Guidelines where appropriate and adopt, recommend, and promote
those new and revised Standards developed by other responsible organizations.

Through its Handbook, appropriate chapters will contain up-to-date Standards and design considerations as the
material is systematically revised.

ASHRAE will take the lead with respect to dissemination of environmental information of its primary interest and
will seek out and disseminate information from other responsible organizations that is pertinent, as guides to updating
Standards and Guidelines.

The effects of the design and selection of equipment and systems will be considered within the scope of the
system’s intended use and expected misuse. The disposal of hazardous materials, if any, will also be considered.

ASHRAE’s primary concern for environmental impact will be at the site where equipment within ASHRAE’s scope
operates. However, energy source selection and the possible environmental impact due to the energy source and
energy transportation will be considered where possible. Recommendations concerning energy source selection
should be made by its members.
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About ASHRAE

Founded in 1894, ASHRAE is a global professional society committed to serve humanity by advancing the arts and
sciences of heating, ventilation, air conditioning, refrigeration, and their allied fields. 

As an industry leader in research, standards writing, publishing, certification, and continuing education, ASHRAE
and its members are dedicated to promoting a healthy and sustainable built environment for all, through strategic
partnerships with organizations in the HVAC&R community and across related industries. 

To stay current with this and other ASHRAE Standards and Guidelines, visit www.ashrae.org/standards, and
connect on LinkedIn, Facebook, Twitter, and YouTube.

Visit the ASHRAE Bookstore

ASHRAE offers its Standards and Guidelines in print, as immediately downloadable PDFs, and via ASHRAE Digital
Collections, which provides online access with automatic updates as well as historical versions of publications.
Selected Standards and Guidelines are also offered in redline versions that indicate the changes made between the
active Standard or Guideline and its previous edition. For more information, visit the Standards and Guidelines
section of the ASHRAE Bookstore at www.ashrae.org/bookstore.

IMPORTANT NOTICES ABOUT THIS STANDARD

To ensure that you have all of the approved addenda, errata, and interpretations for this
Standard, visit www.ashrae.org/standards to download them free of charge.

Addenda, errata, and interpretations for ASHRAE Standards and Guidelines are no
longer distributed with copies of the Standards and Guidelines. ASHRAE provides
these addenda, errata, and interpretations only in electronic form to promote
more sustainable use of resources.
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