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ERRATA SHEET FOR ANSI/ASHRAE/ASHE STANDARD 170-2008  
Ventilation of Health Care Facilities 

 
November 7, 2013 

 
The corrections listed in this errata sheet apply to ANSI/ASHRAE/ASHE Standard 170-2008. 
The first printing is identified on the outside back cover as “86501 PC 08/4”, the second 
printing as “Product Code: 86501 PC 02/10”, and the third printing as “Product Code: 86501  
11/11 Errata noted in the list dated 04/15/2011 has been corrected.” The shaded item has been 
added since the previously published errata sheet dated April 15, 2011 was distributed. The 
erratum identified with an asterisk “*” has been incorporated into the third printing. 

 
Page Erratum 

  
4* 6.1.2.1. In Section 6.1.2.1 change the reference from “AIA (2001)” to “AIA (2006)”. 
  

12 9. References. Make the following corrections to references 5 and 6 in Section 9. 
(Note: Additions are shown in underline.) 
 
5NFPA 90A (2002), Standard for the Installation of Air-Conditioning and Ventilating 
Systems. National Fire Protection Association, 1 Batterymarch Park, Quincy, MA 02169. 
 
6NFPA 96 (2004), Standard for Ventilation Control and Fire Protection of Commercial 
Cooking Operations. National Fire Protection Association, 1 Batterymarch Park, Quincy, 
MA 02169. 

  
 
 

 


