Errata Sheet for ANSI/ASHRAE Addendum 620
to
ANSI/ASHRAE Standard 62-2001
Ventilation for Acceptable Indoor Air Quality

July 17, 2003

The corrections listed in this errata sheet apply to ANSI/ASHRAE Addendum 620 to
ANSI/ASHRAE Standard 62-2001 currently posted on the ASHRAE website at

http://membership.ashrae.org/templ ate/ PDFDetail ?asset] D=24653

Page Erratum

6 Tablel-3b (Sl units). For a“Heavy smoking bar, cocktail lounge” change the
Extra Ventilation Rate, L/s-person (adapted), from “9” to “19”.
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